
Relative Humidity and Dewpoint Temperature from
Temperature and Wet Bulb Temperature

Note: This calculation is very complex and requires a knowledge of algebra.

From the user, an air temperature  , a wet­bulb temperature  , and a station(T ) (T )w
pressure   are given. The temperature values must be converted to units of degrees(P )sta

Celsius (°C), and the station pressure must be converted to units of  millibars   or(mb)
hectoPascals  .(hPa)

To see how to convert temperatures and pressures, see the links below:

Temperature Conversion

Pressure Conversion

Then, an actual vapor pressure needs to be calculated. To accomplish the calculation, a
vapor pressure related to wet­bulb temperature   and a saturated vapor pressure (e )w (e )s
must be calculated first using the equations below:

           6.112  e  es =   ×   ( )T  + 243.5
17.67 × T 6.112   ew =   × e(Tw + 243.517.67 × Tw)

Where e is the number e.

Then, an actual vapor pressure   can be calculated using the equation below:(e)

  e   P   0.00066   e =   w −   sta × (T   T )−   w   ×   ×   (1  )+   (0.00115  T )×   w

Finally, a relative humidity   and a dewpoint temperature   can be calculated using(rh) (T )d
the equations below:

h    100  r =   ees ×  

 T d =  17.67 − ln( )e
6.112

243.5 × ln( )e
6.112

http://www.google.com/url?q=http%3A%2F%2Fwww.srh.noaa.gov%2Fimages%2Fepz%2Fwxcalc%2FtempConvert.pdf&sa=D&sntz=1&usg=AFQjCNHYdRGcFU_Kr3mBdfhQWnDglFJ8rQ
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